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Product Series Configuration Table REVISIONS
Product Name | In-1 In-2 In-3 In-4 Out-1 Out-2 Out-3 * DC voltage after VPS power supply REV | ECN DESCRIPTION DATE
VTR-019-001 |480VAC | 208VAC | 220VAC | 240VAC ?mw«wmd ?www//\\wm*v ?ﬁw//\\wmd A INITIAL RELEASE 5-25-17
— — — B Added Product Model Table 5-25-17
Transformer Connections:
Primary:
ﬁ 4 In-1 VAC - Connect Three Phase Power to H1 Terminals
! In-2 VAC - Connect Three Phase Power to H2 Terminals
_ In-3 VAC - Connect Three Phase Power to H3 Terminals
In-4 VAC - Connect Three Phase Power to H4 Terminals
Secondary (In To Varedan VPS Power Supply):
For Out-1 VAC Output:
7.87 Connect Transformer COM Terminal to AC-CT of Varedan Power Supply
SasSTeesteaD | BsteesteaD Connect Transformer X1 Terminals to AC1, AC2 and AC3 Terminals of the Varadan Power Supply
INONZ00SZ0GRINIRZNGRZ00R 0 For Out-2 VAC Output:
10.00 -
A NNNMNOTITY SoddNNNO O Connect Transformer COM Terminal to AC-CT of Varedan Power Supply
ITITITITITITITITITITITTITTITIT OX X XXX XXX X . .
O Connect Transformer X2 Terminals to AC1, AC2 and AC3 Terminals of the Varadan Power Supply
For Out-3 VAC Output:
Connect Transformer COM Terminal to AC-CT of Varedan Power Supply
o\ PN Connect Transformer X3 Terminals to AC1, AC2 and AC3 Terminals of the Varadan Power Supply
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Specifications: 9KVA, In-1, In-2, In-3, In-4 VAC Input

8.00 37x .74 Three Phase
14.00 FULLR Secondary Center Tapped Isolation
) 4 PLACES
> Step Down Transformer
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Weight: 225 LBS
|| AABLIIEN Frequency: 50/60Hz
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